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SUMMARY

On October 17, 2003, four male career firefighters -

weredightly injured while participating in alivefire
training evolution inside a propane-fueled mobile
flashover training Smulator. Multipleburn evolutions

had been conducted over atwo and one-half day -

period without incident prior to the explosion.
Minutesafter thefour-man crew advanced ahosdline
into the mobiletraining trailer, an explosion occurred.
The crew memberswere knocked down by theforce
of the explosion and became momentarily
disoriented, but were able to exit the trailer under
their own power. A fifth malefirefighter stationed
on the outside of thetrailer wasaso dightly injured
when he was hit by an exit door that he was
monitoring which was forced open by the blast.
NIOSH investigators concluded thet, to minimizethe
risk of smilar occurrences, fire departments should:

« followmanufacturer’ srecommendationsfor
set-up and operation of training simulators

« consider using a carbon monoxide monitor
to ensure carbon monoxide does not build
up to a dangerous level inside the training
simulator

ensurethat Standard Operating Guidelines
(SOGs) specific to live-fire training are
developed and followed

consider having an ambulance on-site
during live-firetraining exercises

Additiondly, training Smulator manufacturers should:

» provide ventilation systems within training
simulators that ensure a complete air
change is accomplished between burn
evolutions

- consider using programmable logic
controllers (PLC) and computerized
electronic data monitoring systemsto avoid
the possibility of improper operation

Additiondlly, the Nationa Fire Protection Association
(NFPA) should consider:

« developing a new standard covering mobile
live-fire training simulators

MobileTraining Trailer

The FireFighter Fatality | nvestigation and Prevention
Program is conducted by the National Institute for
Occupational Safety and Health (NIOSH). The purpose of
the programisto determinefactorsthat cause or contribute
to fire fighter deaths suffered in the line of duty.
Identification of causal and contributing factors enable
researchers and saf ety specialiststo develop strategiesfor
preventing future similar incidents. The program does not
seek to determinefault or place blame on fire departments
or individua firefighters. To request additional copies of
this report (specify the case number shown in the shield
above), other fatality investigation reports, or further
information, visit the Program Website at
www.cdc.gov/niosh/firehome.html
or call toll free 1-800-35-N1 OSH
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INTRODUCTION

On October 17, 2003, four mae career firefighters
weredightly injured while participating in alive-fire
training evolution indde amobileflashover smulator
(training trailer). A fifth maefirefighter stationed
outsde thetrailer to monitor the exit door was also
dightly injured when theforce of theexploson caused
the door to swing open and hit him. The next week,
aconsulting firm was hired by the insurance carrier
representing thetrailer ownerstoinvestigate the cause
of theexplosion. A preliminary report released on
October 30, 2003, concluded that the explosion was
the result of a carbon monoxide ignition. On
November 6, 2003, the International Associétion of
Fire Fighters (IAFF) notified the Nationa Ingtitute
for Occupational Safety and Health (NIOSH) of
these injuries and requested that NIOSH conduct
aninvestigation into theincident. On December 4-
5, 2003, a Safety Engineer with the NIOSH Fire
Fighter Fatality Investigation and Prevention Program
investigated theincident. Meetingswere conducted
with thefire department chief officers, thefiretraining
officer, local and state representatives of the
International Association of Fire Fighters, and the
city safety inspector. The NIOSH investigator
interviewed theinjured firefighters, the officerswho
planned and coordinated the training, the operator
of thetraining trailer during thetraining exercise, and
representatives from the two fire departments who
owned the trailer. The NIOSH investigator also
discussed the incident with representatives of the
company that manufactured thetraining trailer, aswell
as an explosion expert at NIOSH and the lead
investigator from the engineering consulting firm
working for thetrailer owners insurancecarier. The
NIOSH invedtigator reviewed thefire department’s
standard operating guideines (SOGs), the training
trailler operations manual, maintenance records,
certified operator log, and a report of the incident
contracted by thetrailer owners' insurance carrier.
The NIOSH investigator inspected and
photographed thetrailer. Following theincident, the

two fire departments owning the training trailer
removed it from service and requested that the trailer
manufacturer examineandtest thetrailer andrefurbish
it to better-than-new conditions by repairing all
damages and upgrading the ventilation system. On
April 22 and 23, 2004, the NIOSH investigator
returned to witness testing of the trailer by the
manufacturer, following refurbishment.

Department
Thefire department involved in the training incident

is comprised of 237 career firefighters, has 7 fire
stations, 1 fire boat, 1 air rescue unit and serves a
daytime population of gpproximately 128,000 (night-
time popul ation 65,000) in an areaof about 18 square
miles

Traning

The department currently requiresall personnel to
meet the State fire fighter requirementsand havea
minimum of Nationd Fire Protection Association
(NFPA) Firefighter Level 1 certification. Thefive
fire fightersinjured during thisincident dl met this
requirement. On the day of the incident, the fire
department wasin the process of having every fire
fighter gothrough livefiretraininginthetraining trailer
over athree-day period. Thetraining evolutionwas
being managed by a lead safety officer, a lead
ingtructor, and afire control officer who had received
specialized training from and been certified by the
trailer manufacturer. Note: Thetrailer operations
manual statesthat only those personswho have
been trained and certified in the safe operation
of thetraining smulator areauthorized to operate
the training trailer. The operations manual
specifically states that “ only one authorized
individual isto bein the operator control room
whilealiveburnisin progress.”

Equipment and Personnel
Three crews, each consisting of four fire fighters,
reported a atimeto participateinthetraining exercise.
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At thetimeof theincident, thefollowing crewswere
on-scene:

Enginel

Ladder 4 (attack crew at the time of the

explosion)

Enginell
Also on scenewerethe sefety officer, leed ingtructor,
and the fire control officer, as well as emergency
medical services (EMS) personnd.

Personal Protective Equipment

At thetime of theincident, each firefighter entering
the training simulator trailer was required to wear
their full array of personal protective clothing and
equipment, consisting of turnout gear (coats and
pants), helmet, gloves, boots, and a salf-contained
breathing apparatus (SCBA).

Structure

The structure used for live-firetraining purposesin
thisincident isafully self-contained, commercidly
available flashover smulator and live-fire training
traller. Thetrailer measures52 feet long by 12 feet
wide. Thetrailer isdivided into two compartments,
a 40-foot steel burn chamber and a 12-foot
equipment room. The equipment room housestwo
420 pound liquid propane cylinders, a gasoline-
powered electrical generator, an air compressor, a
smoke-generating machine, an electrical control
pand, and apand containing gas control valves, flame
detector controls, and safety shut-off valves. The
main burn chamber is constructed from a shipboard
cargo container and hasawooden fire-retardant floor
and metal wals and ceiling. The burn chamber
containsthree gas-fired props constructed of ¥inch
thick steel platemetal. Thesepropssmulateabed,
cabinet, and kitchen range (see Photo 1). Theburn
chamber a so contai nstemperature and gas sensors,
and two hinged movesble partitionsthat can be used
to divide the burn chamber into 3 separate rooms.
Each partition has a door in the center to allow
movement throughout the burn chamber. Two celling

mounted flashover bars (1-inch perforated pipes)
extend from thefront of the burn chamber past the
firgt partitionwall. Theburn chamber has3 entrance
doors, two windows, an exhaust ventilation fan, a
roof hatch and an operator control room isolated
from therest of the burn chamber (Figure 1).

The operator control panel located in the control
room containsamaster on/off switch, touch-screen
panel, indicator lights, and an emergency-stop
button. Theindividud propsarelit using thetouch-
screen pand toignite pilot burnersusing eectronic
igniters. Oncethe pilot burner islit, the operator
must manually operate a hand control valve to
supply the desired amount of propane gasto the
main burner on each prop. Theoperator can then
control the szeand intensity of theflame generated
by the main burner by manually operating each
control vave (Photo 2 and Photo 4). Theflashover
bars do not have there own igniters. Propane
emitting from the flashover barsisignited by the
flames from the props underneath. Note: The
trailer is designed so that only one prop and
oneflashover bar areintended to be operated
at the same time. The operations manual
contains a warning indicating that failure to
turn off the gas val ve once the flashover bar is
extinguished... “could result in gas
accumulating in the area and cause severe
injury to the students, the fire control officer,

or other personsin proximity tothearea.”

Emergency shut-off buttons are located inside the
burn chamber and on both Sdesof thetrailer exterior.
The burn chamber contains a temperature sensor
which will automaticaly shut down the systemiif the
ambient temperature inside the burn chamber
exceeds 500 degrees Fahrenheit.

The trailer is designed to provide flexibility in
presenting anumber of training smulationsby varying
theinner partition walls. The burn chamber can be
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entered from both sdesand therear. Entry canaso
be made into the burn chamber down a stairway
that leads from the roof to the rear of the burn
chamber to Smulate attacking abasement fire. Doors
in the partition walls can be secured to smulate
forced-entry.

Thetrailer waspurchased new from the manufacturer
by two neighboring fire departments in February
2002. The trailer was constructed to meet the
requirements of the National Fire Protection
Association (NFPA) 58, Liquefied Petroleum Gas
Code [NFPA 2001].

Fuel

Thethreeburn propsand thetwo flashover barsare
fueled by compressed liquid propane gas (LPG).
Two 420 pound stedl tanksare mounted verticaly in
the front of the equipment room to provide fuel to
the props and flashover bars. (Photo 3)

Wesgther

Ontheday of theincident, the air temperature was
gpproximeately 55 degreesFahrenheit with clear skies
and camwind.

INVESTIGATION

On October 17, 2003, four male career firefighters
weredightly injured while participating inalive-fire
training evolution ingdeamohileflashover smulator
trainingtrailer. A fifthfirefighter stationed outside
thetraler wasaso dightly injured. Thesefirefighters
weretaking part in athree-day training exercisein
which the fire department sought to have every fire
fighter in the department go through aseries of live-
fire training evolutions. The fire department
contracted with two neighboring departmentsto use
amobile flashover smulator training trailer owned
by the two neighboring departments. The agreement
caled for the departments owning the trailer to
present the training by providing a safety officer

responsible for the overal safety of the training
exercise, alead ingtructor responsiblefor thetrainees
insde the training trailer, and afire control officer
(operator) who is responsible for the set-up and
operation of thetraining trailer

Thefire department coordinated the scheduling of
individua apparatuscompaniesto atendthetraining
exercises so thet every firefighter in the department
would go through the live fire training. Three
companies (four-man crews) reported to thetraining
Steat atime. Thethree companiesrotated through
the training exercise with each company acting as
the attack crew, backup crew and standby. Each
attack crew experienced three evolutionsinsidethe
traller. Thefirg evolutioninvolved advancingal ¥
inch hosdlinethrough aside door, turning toward the
front of the trailer, forcing open the partition doors
and then proceeding forward to extinguish the props.
The second evolution involved advancing the hosdine
from thetop of thetrailer downtheinterior stairway,
turning left, forcing open thefirst partition door, and
then advancing to the front of the burn chamber to
extinguish the props. Astheattack crew advanced
the hosdline, thefire control officer would randomly
operate the bed and cabinet props and the flashover
bar. Thestove prop wasnot used during thetraining
exercise. Thethird evolution involved studying fire
progress on through asimulated flashover. Thetwo
partitions were opened and the attack crew
advanced to the center of the burn chamber. The
fire control officer would light one of the propsand
then use the two flashover bars to smulate fire
progressing through flashover. Each attack crew was
briefed by the attending safety officer on what to
expect during thetraining exercise prior to entering
thetrailer. This briefing included how the training
exercisewould be conducted, location of emergency
shut off buttons, location of thelead instructor inside
the burn chamber, and how to direct water toward
the propsto extinguish theflameswithout damaging
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the burners. Each burn evolution would last
approximately 5 minutes. In accordance with the
manufacturer’ s operations manual, the trailer was
ventilated for one minute between each burn evolution
by turning on the exhaust fan and opening the side
doorsand windows. Thistraining exercisewasthe
first time that the department had used the mobile
traningtrailer.

The propane tankswererefilled between the second
and third daysof thetraining exercise. Thefirecontrol
officer reported trouble igniting the props on the
morning of theincident (the third morning).

At the time of the incident, the attack crew was
beginning the second evol ution of itsthree-evolution
sequence. The attack crew (Ladder 4) was the
second company to enter thetraining Smulator during
thisthree-company rotetion. Thiswasdsothesecond
three-company rotation of theday. Thefirst training
rotation started at approximately 9:00 AM. The
companiesinvolved intheincident (Engine 1, Ladder
4, Engine 11) began their rotation about 10:00 AM.
Engine 1 wasthefirst company to serve asthe attack
crew. Thefirecontrol officer encountered problems
lighting the different props during Engine 1's burn
evolutions. At onepoint, theadvancing attack crew
(Engine 1) had to hold up at the second partition
door and wait approximately 30 - 45 seconds for
the props and flashover barsto light properly. Ladder
4 was the second company to serve as the attack
crew during thisrotation. During their pre-evolution
briefing, the safety officer advised the Ladder 4 crew
thet thefire control officer wasexperiencing problems
lighting the props and not to use much water to
extinguish theflames.

The Ladder 4 crew advanced into the burn chamber
during their first evolution without experiencing any
problems. During the second evolution, the crew
advanced to thefirgt partition. They could seefirein
the front of the burn chamber. The nozzleman and

second fire fighter (backup man on hoseline)
advanced through the doorway. They had not yet
begunto gpply water tothefire. The Ladder 4 captain
wasthird onthehosdineand wasjust passing through
the doorway when an expl osion occurred somewhere
infront of the crew, knocking them backward. Just
prior to the explosion, three of thefour crew members
reported seeing awhitefog or cloudintheair ingde
thetrailer. Noneof the crew membersreceived any
damage to their persond protective equipment or
clothing. Noneof thecrew memberssaw a“firebal”

or experienced an increasein heat a thetime of the
exploson. They al reported hearing the sound of an
explosionandfedingthepressurewaveasit knocked
them backward. The force of the explosion blew
open the trailer’s outer doors and windows. The
Ladder 4 crew members were shaken-up and
disoriented, but were able to exit the trailer under
their own power. A fifthfirefighter, dationed outsde
thetrailer to monitor theleft Sdeexit door, wasdightly
injured when the force of the explosion caused the
door to swing open and strike him on the shoulder.
A fire department ambulance and EM S crew were
digpatched to the training site and the injured fire
fighters were treated on scene. None were
transported following theincident.

The operator control room is positioned o that the
fire control officer hasaview of thetrailer interior
through two glasswindows. Thefirecontrol officer
is supposed to have complete control over thelive-
fireevolution. Oncethe safety officer in charge of
thetraining sessonindicatesthat dl checkshavebeen
made and the evolution is ready to begin, he or she
informsthefire control officer who then goesthrough
the start up process and lightsthe props. Whenthe
propsare properly lit, thefire control officer sgnas
thelead instructor who then directsthe attack crew
to enter the burn chamber. At thetimeof theincident,
thefire control officer had just lit the bed and cabinet
props. The safety officer stepped into the control
room to check with thefire control officer about how
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the burn evolution was progressing. Thefire control
officer noticed abright flash ingde the burn chamber
and heard aloud bang.

Theweek following theincident, thetrailer wasmoved
to a city public works maintenance garage. The
trailer was examined by representatives of thefire
department, the two departments owning thetrailer,
and by theinvestigators hired by thetrailer owners
insurance carrier. The gaslines were pressurized
and checked for leaks. No leakswere detected at
thistime and theinvestigators hired by theinsurance
carrier concluded that the explosion wasmost likely
caused by carbon monoxide building up to the lower
explosive limit being ignited by the bed and cabinet
prop flames.

The exact cause of the explosion was not determined
by this investigation. However, there are two
plausible scenarios. Thefirgt isthe accumulation of
carbon monoxide to apoint aboveitslower explosve
limit of 12% as concluded by investigators for the
trailer owners insurance carrier. The secondisthe
accumulation and ignition of excess raw propane
within the burn chamber. In most cases, propane
introduced into the burn chamber would smply be
burned off by the prop flames. However, certain
stuations, such as extinguishing the flashover bar
without shutting theflashover gasvave, ashighlighted
in the operations manual, can lead to the
accumulation of raw propane within the burn
chamber. Opening the flashover gas valve before
the prop flames have reeched sufficient height toignite
the propane introduced through the flashover bar
could also allow propane to accumulate within the
burn chamber. The difficulty noted in igniting and
sustaining the prop flames could have also
contributed to an accumulation of propanewithinthe
burn chamber. Propaneisheavier thanair andwould
therefore accumulate near floor level. Explosion
experts at NIOSH do not support the theory that

the explosion was the result of an accumulation of

carbon monoxide. On the day of the incident, the

stove prop in the middle section of the trailer was
not functioning. Any propaneaccumulating asafloor

layer inthemiddle section would not have anignition

source to burn it off until the leading edge of the

propane gas reached the prop flames|located in the

front of thetrailer. Theraw gasmonitoring system
ins de the burn chamber would normaly shut down
the system before raw propane accumulated to a
hazardouslevel. Themovement of the crew entering

themiddle section of thetrailer could possibly have

caused amixing of accumulating raw propane (near

floor level) with room air which was then ignited
when the leading edge reached the burning propsin

thefront of thetrailer producing therelatively weak
explosion. Membersof the crew reported seeing a
white cloud within the burn chamber prior to the

explosion. Thiscloud was most likely the result of

introducing cold ambient air into the chamber

containing thewarm metal propsand residua water

vapor from previous training evolutions. Table 1
presents a comparison of the properties of carbon

monoxide to propanegas. During theincident, the

firefightersinsidethe burn chamber did not receive

any burninjuriesor therma damageto their turnout

gear. They also reportedly did not notice a
perceptibleincreasein heat. Carbon monoxide and

propanehavedifferent chemical propertiesandthus

it is difficult to compare the characteristics of

explosonsresulting from smilar quantities of thetwo
gaseous compounds. Carbon monoxide produces
sgnificantly lesstherma energy than doesthe same

volume of propane. Also, during an explosion,

combustion takes place within milliseconds, which
might explain the lack of therma injury / damage.

Onewould generally expect to observeafire-bdl or

bright flash of light during apropane explosion, while

a carbon monoxide explosion would produce less
light.
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Table 1. Properties of Propane and Carbon Monoxide
[NAO (2002), NFPA (1997), Engineering Tool Box (2004)]
Molecular | Specific Flammability I gnition Btu/FT?
WT Gravity Range Temperature
@@r =1)
Propane 44 1.52 2.1-9.6% 842 “F 2516
CsHg
Carbon 28 0.97 12.5-74% 1128 °F 314
Monoxide
CO

RECOMMENDATIONS/DISCUSSION
Recommendation # 1. Firedepartmentsshould
follow manufacturer’s recommendations for
set-up and operation of training simulators.

Discussion: Safe operation and use of any type of
equipment is dependent upon following proper
operating procedures established by the
manufacturer. Modifying operating proceduresmay
lead to an unanticipated situation. Even dlight
variations in operating procedures can lead to
unexpected eventswhich may result ininjury or even
degth to the participants. Itispossblethat an excess
amount of propane was introduced into the burn
chamber, possibly through theflashover bars, before
the props were properly burning. Once the props
wereignited, theflameswould thenignitethe propane
within the burn chamber. Similarly, deviation from
the manufacturer’ s recommended procedures for
ventilating the smulator between burnscould lead to
an accumulation of carbon monoxide and other
products of combustion.

Recommendation #2: Firedepartmentsshould
consider using a carbon monoxide monitor to
ensure carbon monoxide does not build up to a
dangerous level inside the training simulator.

Discussion: Carbon monoxide explosions are
relatively rare, but do occur. By design, livefire
training Smulatorsmust betightly built and therefore

provide the opportunity for carbon monoxide and
other combustion by-products to accumulate.
Carbon monoxidemonitorsarereedily availableina
number of sizesand configurationsfrom hand-held
to rack-mounted designs. Inthisincident, thetrailer
is designed to continuously monitor for the
accumulation of raw propane and will automatically
shut down the system if raw propaneis detected at
levels above safe limits insde the burn chamber
(approximately 25% of the lower explosivelimit of
propanegasor 0.5% propane). Theuseof acarbon
monoxide detector, either hand-held or integrated
into thesimulator’ scontrols, would provide additiona
assurancethat the burn chamber is properly ventilated
and safefor continued operation.

Recommendation # 3. Fire departmentsshould
ensure that Standard Operating Guidelines
(SOGs) specific to live-fire training are
devel oped and followed.

Discussion: Standard operating guidelines (SOGs)
should be developed to cover training exercises,
including theuse of live-fireand flashover smulaors.
These SOGs should addressdl aspectsof thetraining
exercise, including safe operation of the training
smulator, Rgpid intervention Team (RIT) operations,
SCBA use, water supply and hoseline operations.
These SOGswill form thefoundation asto how the
training will be conducted. NFPA 1403, Standard
onLiveFreTraining Evolutions, doesnot specificdly
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mention mobile training smulator trailers but does
address gas-fired training buildings [NFPA 2002].
Chapter 5 of NFPA 1403 (chapter 5.2.12.2)
requiresapreburn plan be prepared and utilized during
preburn briefing sessons[NFPA 2002]. The SOGs
should beinwritten form and included inthe overal
risk-management plan for each fire department
[Foley 1998]. If these procedures are changed,
appropriatetraining should be provided to al affected
members. In thisincident, SOGs covering the use
of the flashover simulator trailer had not been
developed by any of the fire departmentsinvolved.
Thefire departments owning thetrailer relied upon
the operations manual supplied by the trailer
manufacturer asthe basisfor operating guiddines.

Recommendation # 4. Firedepartmentsshould
consider having an ambulance on-site during
live-firetraining exercises.

Discussion: TheNFPA 1403 Standard on Live Fire
Training Evolutions, chapter 5.4.11, states that
emergency medica servicesshdl beavailableon ste
to handle injuries [NFPA 2002]. In this incident,
EMS-trained staff were present during the burn
evolutions, but an ambulance was not on site at the
time of the explosion. An ambulance was
immediately dispatched to the scene following the
explosion. Inthisincident, the injured fire fighters
did not require transport to a medical facility.
However, if more serious injuries had occurred,
delaying transport could have had an adverseimpact
upon thoseinjured.

Recommendation #5: Training simulator
manufacturers should provide ventilation
systems within training simulators that ensure
acompleteair changeisaccomplished between
burn evolutions.

Discussion: Live-firetraining smulators should be
designed and equipped with aventilation systemto

ensurethat products of combustion areremovedin
order to prevent the build-up of potentidly explosive
gasmixtures. Proper ventilationisasoimportant to
ensurethat fuel gasesareefficiently consumed during
the live-fire process. The trailer involved in this
incident incorporates an exhaust ventilation system
that is designed to purge the burn chamber for at
least sixty seconds between burn evolutions.
However, thisexhaust systemislocated at the back
end of thetrailer, away from the props. Theposition
of thetwo partition walsaswedl asthe exterior doors
and windows could influence the effectiveness of
purging the burn chamber between evolutions.
During this training exercise, the trailer doors and
windows were routinely opened between burn
evolutionstoadinventilaing theburn chamber. After
theincident, thetrailer wasretrofitted with asecond
exhaust fan located at the front of the burn chamber
above the bed and cabinet props.

Recommendation # 6: Training simulator
manufacturers should consider using
programmable logic controllers (PLC) and
computerized electronic data monitoring
systems to avoid the possibility of improper
system operation.

Discussion: Thetrailer involved in thisincident is
designed with hand-operated gas control vavesthat
must be manually opened and closed to control the
flow of propaneto the various propswithin theburn
chamber. This design alows for the possibility of
opening and closing valves improperly, with the
potential to lead to unsafe conditions if the
manufacturer’ soperating procedures are not properly
followed. Theuseof dectronic programmablelogic
controllerswould reduce or eliminate the possibility
of improper operation. Integrated carbon monoxide
and other sensor systems could automatically shut
downthesysteminafail-safemodewhenever unsafe
levelsof explosive gases are encountered within the
smulator. Additiond grategicaly located fud sensors
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and electronic fuel controls would help prevent
ignitionsfrom an accumulation of flammable gases.

Recommendation # 7: The National Fire
Protection Association (NFPA) should consider
devel oping a new standard covering mobilelive-
fire training simulators.

Discussion: Currently, NFPA standards do not
specifically address mobile live-fire training
gmulatorssuch asthetrailer involved in thisincident.
NFPA 1403, Standard on Live Fire Training
Evolutions, does contain requirements for gas-
fuded training smulatorsbut this standardismainly
targeted to permanent structures [NFPA 2002].
Many NFPA standards contain performance and
design requirements for equipment such as self-
contained breathing apparatus, personal protective
clothing, fire apparatus and many others. A new
standard with requirements covering the performance
of propane or natural gas-fueled mobile live-fire
training s mulatorswould enhance the sefety of fire
fighter training by ensuring proper ventilation, fuel
consumption rates, safety controlsand other festures
arestandardized.
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Photo 1. Inside view of front of burn chamber
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Photo 2. Operator control panel. Individual gascontrol
valves are shown at the bottom

Photo 3. LPG cylinders in equipment
roomat front of trailer.
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Photo 4. View thru rear doors showing cabinet prop at lower |eft
and flashover bar at ceilingignited. Dividing partition wallshave
been swung out of the way.
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1 Flashover Bar #2.

Side Entrance (Single Door)

Stair access to/from roof)

Side Entrance E
(Single Door) .

NOTE: Drawing not to Scale
| Rear Entrance (Double Doors) |

Figure 1. Training trailer layout showing location of
Ladder 4 crew at time of explosion
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